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Action: None required 

We recently performed an evaluation of water sampling results from the monitoring wells 
adjacent to the French Drain at Operable Unit (OU)l, surface water collection areas 
supporting the French Drain and the French Drain Collection System, which includes the 881 
Footing Drain, French Drain Sump and Collection Well CWOO1. The evaluation is based on 
quarterly samplin results for Volatile Organic Compounds (VOCs), Semi-Volatile Organic 

Biphenyls (PCBs) and monthly sampling results of the groundwater wells for total organic 
halogens as required by the Interim Measures/lnterim Remedial Action (IWIRA) French Drain 
Performance Monitoring Plan (PMP). The PMP also states that the validated analytical results 
should be evaluated to determine if classes of compounds can be eliminated from the 
analytical suite in future sampling events. 

- SGS-442-94 

Compounds (SV 8 Cs), metals, radionuclides, anions and pesticides/Polychlorinated 

The 881 Footing Drain, French Drain Sump, Collection Well (CWOOl ), groundwater wells 
10592, 10692, 10792 and surface water collection sites SW035, SW036, SW038 and SW070 
are used to monitor the performance of the French Drain. Validated data from March, 1992 to 
June, 1994 were available for the evaluation. The data indicate no SVOC detections in all 
cases and no PCB detections in the French Drain Collection System and ground water wells. 
In addition, the total organic halogens standardized by the Colorado Department of Health for 
groundwater include only Bromoform, Bromodichloromethane, Chloroform and Dibrorno- 
chloromethane, which are individually sampled for under the VOC requirements (5CCR 
1002-8). The Enclosure provides details of the results and conclusions from this study. 

In order to reduce the analytes to those which are necessary and sufficient, EG&G 
recommends discontinuing the testing of the above-mentioned groundwater wells for total 
organic halogens. In addition, EG&G recommends eliminating PCBs and SVOCs from the 
analytical suite for the French Drain Collection System and the ground water wells. This 
reduction in sampling requirements will result in a significant cost and resource savings to the 
operation of the IM/IRA at OU 1. 
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1 Please feel free to call R. Hinsch at extension 8509 if you have any questions or concerns. .- :;T 
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Justification of Recommendations 

Testing Location Recommendation 
881 Footing Drain Eliminate SVOCs 
French Drain Sump from analytical suite. 
cwoo1 
10592 
10692 
10792 
SW035 
SW036 
SW038 
SW070 

881 Footing Drain Eliminate PCBs 
French Drain Sump 
cwoo1 
10592 
10692 
10792 

from analytical suite. 

10592 
10692 
10792 

Eliminate Total Organic Halogens 
from analytical suite. 

Justification 
No detections to 
date. 

Not determined to 
be contaminant at 
OU 1 except in 
Surface Soils.1 

No detections to 
date. 

Not determined to 
be contaminant at 
OU 1 except in 
Surface Soils. 1 

Halomethanes 
identified by CDH to 
be standards for 
groundwater 
include only Bromoform, 
Bromodichloromethane, 
Chloroform and 
Dibromochloromethane.2 
These halomethanes are all 
individually sampled for under 
the VOC requirements. (These 
would not be affected by 
eliminating the SVOCs as a 
class of compounds.) 

1Final Phase I l l  RFI/RI, Rocky Flats Plant 881 Hillside Area, Section 4 and Appendix D 

2Basic Standards for Ground Water, 3.1 1 .O (5 CCR 1002-8) 


